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Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
CalcPts llluminance Fc 1.83 10.0 0.0 N.A. N.A.
Luminaire Schedule
Symbol Qty Label Arrangement Description LLF Lumens/Lamp Arr. Lum. Lumens Arr. Watts
+ 44 A SINGLE XLXM3-PT-3-LED-HO-CW-UE 14' POLE 0.900 N.A. 8669 108
@ 17 B SINGLE XLXM3-PT-3-LED-HO-CW-UE 18' POLE 0.900 N.A. 8669 108
® 13 C SINGLE XBVR-ID-LED-24-400-CW-UE 0.900 N.A. 1338 38
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THE COMMONS AT
WEISS FARM

STONEHAM, MASSACHUSETTS

Based on the infarmation provided, all dimensions and luminaire locations —|_ o —|—l—l_ Z O

shown represent recommended positions. The engineer and/or architect must

determine the applicability of the layout to existing or future field conditions. ﬂ —|— Ol_lo Z ml_lm _ O ﬂ _|>Z

This lighting plan represents illumination levels calculated from laboratory data

taken under controlled conditions in accordance with The llluminating Engineering

Society (IES) approved methods. Actual performance of any manufacturer's luminaires I.!'.—I;
may vary due to changes in electrical voltage, tolerance in lamps/LED's and other
variable field conditions. Calculations do not include obstructions such as buildings, Indhostrfies™ A SmartVision® for the Future

curbs, landscaping, or any other architectural elements unless noted. 10000 ALLIANCE RD. CINCINNATI, OHIO 45242 USA
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